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601.6 Backflow Protection 

607.9 Water Pressure Reducing Valve or Regulator 

ANY water line installed to bypass a valve (i.e., backflow/pressure reducing), typically for the purpose of ser-

vice, SHALL BE PROTECTED with an equal or greater level of protection. 


